15th June 2020
Kate Holden
Pegasus Group
Kate.Holden@pegasusgrouo.co.uk

By email

Dear Kate
RE: Stanford Hill – Drainage Strategy Comments by LLFA
Many thanks for forwarding the LLFA consultation for the above scheme, referenced
SWM/2020/0279 by Hampshire County Council. I am writing to outline our response
to the comments raised on the drainage strategy.
The principle of an attenuated stormwater discharge to the existing sewer network at
no greater than 5 litres per second appears to have been accepted, though the
comments note that no agreement has yet been provided by Southern Water.
I
can confirm that a pre-development enquiry has been submitted to Southern Water
and we expect to hear back within the next two weeks. As soon as we have their
comments, we will forward them on for review.
The second request in the consultation response is for detailed modelling of the
proposed network, which is in addition to the calculation for attenuation volume that
we have provided. As we do not yet have detailed internal building drainage
designs yet, we cannot accurately anticipate where internal and external rainwater
pipes will be placed throughout the building.
Any design at this stage would
therefore be subject to redesign further down the line.
In this case, the topography of the site falls towards the drainage outfall position and
so sufficient falls and capacity within the on-site network can be easily achieved. We
therefore request that the detailed analysis be conditioned so that this can be
provided at the more detailed design stage of the project (RIBA Stage 4).
The
following wording was used by H.C.C. on a recent scheme elsewhere, ref:
17/00798/FUL:
“We would recommend that further information on the proposals by submitted as
part of a more detailed design phase, therefore we recommend the following
condition:
 Final detailed proposals for the disposal of surface water shall be submitted to
and approved in writing by the LLFA before the commencement of the
development.
The surface water drainage strategy must demonstrate
compliance with approved strategy.
The drainage design should
demonstrate that both conveyance (i.e. pipes) and storage (i.e. cellular
soakaway) systems can satisfactorily deal with the storm evens in accordance
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with the DEFRA Non-Standard Technical Standards as listed in the drainage
report.”
Based on the above, we request the same approach be applied on this scheme
subject to confirmation from Southern Water on network capacity.

Yours sincerely

Chris Hendy
For and on behalf of Arch Associates Limited
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